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WATER MAIN GENERAL NOTES:
1. BASE MAP INFORMATION WAS COMPILED FROM THE TOWN'S GIS DATA AND MARKED FIELD INDICATORS AND IS INTENDED TO BE APPROXIMATE ONLY.  NO SURVEY WAS PERFORMED FOR THE BASE

MAP INFORMATION SHOWN IN THE WATER PLANS.  THE LOCATIONS OF UTILITIES, BUILDINGS, PROPERTY LINES, LAYOUT LINES SHOWN IN THE PLANS ARE APPROXIMATE.  OWNER ASSUMES NO
RESPONSIBILITY FOR LOCATION AND TYPE OF UNDERGROUND UTILITIES.

2. THE LOCATION OF THE EXISTING UTILITIES AS SHOWN ON THE PLANS ARE APPROXIMATE AND ARE INTENDED ONLY TO ADVISE THE CONTRACTOR OF THEIR PRESENCE.  THE CONTRACTOR IS SOLELY
RESPONSIBLE FOR DETERMINING THE ACTUAL LOCATIONS OF ALL EXISTING UTILITIES, INCLUDING SERVICES.  CONTACT THE DIG SAFE CALL CENTER (WWW.DIGSAFE.COM OR 1-888-344-7233) FOR FIELD
LOCATIONS OF ALL EXISTING UTILITIES.  IN ADDITION, THE CONTRACTOR SHALL CONTACT THE TOWN OF NAHANT FOR WATER, SEWER AND DRAIN LINE LOCATIONS.

3. CONTRACTOR IS RESPONSIBLE FOR CONFIRMING UTILITY LOCATIONS PRIOR TO FINALIZING WATER MAIN AND APPURTENANCES LAYOUT.  CONTRACTOR TO COORDINATE WITH OWNER IN THE FIELD TO
DETERMINE FINAL FIELD LOCATIONS FOR WATER MAINS, HYDRANTS, VALVES AND FITTINGS.

4. COORDINATE CONSTRUCTION ACTIVITY WITH UTILITY COMPANIES, DEPARTMENT OF PUBLIC WORKS, EMERGENCY SERVICES AND THE SCHOOL DEPARTMENT.

5. THE CONTRACTOR SHALL MAINTAIN CONTINUOUS TRAFFIC FLOW (MINIMUM OF ONE LANE) DURING CONSTRUCTION.

6. STATIONING ALONG THE LENGTH OF THE WATER MAIN IS INTENDED FOR GENERAL REFERENCE.

7. THE CONTRACTOR SHALL MAINTAIN WATER SERVICE TO ALL CUSTOMERS AND HYDRANTS UNTIL NEW WATER SERVICE HAS BEEN TESTED AND DISINFECTED.

8. THE CONTRACTOR SHALL MAKE EVERY EFFORT NOT TO DISTURB THE EXISTING WATER SYSTEM.  NO ADDITIONAL PAYMENT SHALL BE MADE FOR DAMAGE CREATED AT THE CONVENIENCE OF THE
CONTRACTOR.

9. THE CONTRACTOR SHALL TAKE ALL NECESSARY PRECAUTIONS TO PREVENT EQUIPMENT FLUIDS FROM REACHING ANY WATER COURSE.  ANY INADVERTENT FLUID DISCHARGES SHALL BE IMMEDIATELY
CLEANED FROM THE WATERS USING WHATEVER MEANS NECESSARY, AS DETERMINED BY THE ENGINEER.

10. ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH THE REQUIREMENTS OF THE TOWN OF NAHANT.  ALL EXCAVATION AND RESTORATION SHALL MEET TOWN REQUIREMENTS.  A TOWN STREET
OPENING PERMIT AND TRENCH OPENING PERMIT WILL BE REQUIRED FOR ALL STREETS WITHIN THE PROJECT AREA PRIOR TO CONSTRUCTION.

11. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE REPLACEMENT OF PAVEMENT MARKINGS, TRAFFIC SIGN LOOPS, STRIPING, ARROWS, CROSSWALKS, ETC.

12. BRACING OF UTILITY POLES, WHERE REQUIRED, SHALL BE INCIDENTAL TO THE INSTALLATIONS OF THE WATER MAINS AND WATER SERVICES.  NO SEPARATE PAYMENT WILL BE MADE.

13. THE CONTRACTOR SHALL AT HIS EXPENSE REPAIR ANY DAMAGE TO EXISTING SIDEWALKS, CURBS, PAVING, DRIVEWAYS, RETAINING WALLS, FENCES, SHRUBS, TREES, STONE WALLS, MAILBOXES, ETC.  ALL
EXCAVATED AREAS SHALL BE RETURNED TO EQUAL OR BETTER THAN PRIOR CONDITION BY THE CONTRACTOR.

14. PROTECT AND DO NOT DISTURB PROPERTY IRONS AND MONUMENTS.  IF DISTURBED, RESET AT THE CONTRACTOR'S EXPENSE BY A LICENSED LAND SURVEYOR REGISTERED IN THE COMMONWEALTH OF
MASSACHUSETTS.

15. UNLESS OTHERWISE NOTED OR APPROVED BY THE ENGINEER, THE NEW WATER MAIN SHALL PASS UNDER THE EXISTING UTILITIES, EXCEPT SEWER.  PROVIDE 18-INCHES VERTICAL SEPARATION AND
10-FEET HORIZONTAL SEPARATION BETWEEN WATER MAIN AND SEWER OR DRAIN LINES.  ANY WATER MAIN OR SERVICE WITHIN 10-FEET HORIZONTALLY AND 18-INCHES VERTICALLY OF A SEWER LINE
OR STRUCTURE SHALL BE ENCASED IN CONCRETE, WITH PE WRAP.

16. CONTRACTOR SHALL MAINTAIN 5-FEET OF COVER OVER WATER MAINS AND SERVICES.

17. PRIOR TO THE START OF CONSTRUCTION OF THE FOX HILL ROAD WATER MAIN, A TEMPORARY BY-PASS PIPING SYSTEM SHALL BE INSTALLED, CHLORINATED AND TESTED PRIOR TO INSTALLING
TEMPORARY SERVICE CONNECTIONS.  THE CONTRACTOR SHALL SUBMIT A BY-PASS PIPING PLAN TO THE ENGINEER FOR REVIEW AND APPROVAL PRIOR TO THE INSTALLATION.  A MUTUALLY AGREEABLE
PLAN INCLUDING SIZE, MATERIALS, LOCATION AND METHOD OF THE TEMPORARY BY-PASS PIPING SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR.  ALL COMPONENTS IN THE TEMPORARY BY-PASS
PIPING SYSTEM SHALL BE NSF-61 APPROVED.

18. BY PASS PIPING SHALL BE 4-INCH DIAMETER IN FOX HILL ROAD.  ALL BYPASS PIPING SHALL HAVE A CONNECTION TO ACTIVE WATER MAINS ON BOTH ENDS OF THE LIMIT OF WORK.

19. NO TEMPORARY BY-PASS PIPING IS ANTICIPATED IN EMERALD ROAD.  A SEPARATE WATER SERVICE LIVE TAP PAY ITEM IS INCLUDED IN THE BID FOR EMERALD ROAD.

20. CONTRACTOR SHALL NOTIFY EACH RESIDENT PRIOR TO CONNECTION TO TEMPORARY BYPASS.  CONTRACTOR SHALL NOTIFY RESIDENTS/WATER SYSTEM CUSTOMERS AT LEAST 48-HOURS PRIOR TO ANY
SCHEDULED INTERRUPTIONS IN WATER SERVICE.

21. THE CONTRACTOR AT HIS EXPENSE SHALL PROVIDE ADDITIONAL TAPS AS NECESSARY FOR THE CHLORINATING AND HYDROSTATIC TESTING.  TAPS SHALL BE CAPPED AFTER TESTING IS COMPLETE.

22. WATER SERVICE LOCATIONS ARE SHOWN BASED ON GIS INFORMATION.

23. ALL WATER SERVICES IN FOX HILL ROAD ABUTTING THE NEW WATER MAIN WILL BE REPLACED WITH 1" AND SHALL EACH CONSIST OF A CORPORATION, COPPER TUBING, CURB STOP AND BOX.  IT SHALL
BE THE CONTRACTOR'S RESPONSIBILITY TO VERIFY THE SIZE OF EXISTING WATER SERVICES AND INSTALL ANY NECESSARY TRANSITION FITTINGS.

24. HOUSE SERVICE CONNECTIONS SHALL BE COMPLETED AFTER THE NEW WATER MAIN HAS BEEN PRESSURE TESTED, CHLORINATED AND APPROVED.

25. THE INTENT OF THE EMERALD ROAD WATER WORK IS TO ABANDON THE EXISTING 4-INCH WATER MAIN.  ALL WATER SERVICES CURRENTLY TIED TO THE 4-INCH WATER MAIN SHALL BE CONNECTED TO
THE EXISTING 10-INCH MAIN IN EMERALD ROAD AND WILLOW ROAD AS NEEDED.  THE NEW EMERALD ROAD AND WILLOW ROAD WATER SERVICES SHOULD BE 1" AND SHALL EACH CONSIST OF A
CORPORATION, COPPER TUBING, CURB STOP AND BOX.

26. IT IS BELIEVED THAT THE EVEN NUMBERED EMERALD ROAD PROPERTIES LOCATED NORTH OF THE ROADWAY ARE CURRENTLY TIED TO THE 4-INCH MAIN AND NEED TO BE CONNECTED TO THE 10-INCH
MAIN.  THE ODD NUMBERED EMERALD ROAD PROPERTIES SOUTH OF THE ROADWAY SHOULD ALREADY BE TIED TO THE 10-INCH MAIN.  CONTRACTOR TO VERIFY THAT ALL ABUTTING PROPERTIES HOUSE
SERVICES AND HYDRANTS ARE TIED TO THE 10-INCH MAIN BEFORE ABANDONING THE 4-INCH MAIN.

27. ALL EXISTING WATER SERVICES ARE TO BE ABANDONED UNLESS OTHERWISE INDICATED BY THE ENGINEER.  NEW SERVICES ARE TO BE INSTALLED AS SPECIFIED AND IN ACCORDANCE WITH THE
CONTRACT DRAWINGS.  UNLESS OTHERWISE APPROVED BY THE ENGINEER, ALL ABANDONED SERVICES ARE TO BE SHUT OFF AT THE CORPORATION OF THE NEW TIE OVER.

28. ALL VALVES ON ABANDONED WATER MAINS SHALL BE CLOSED, THE TOP SECTION OF THE GATE BOX REMOVED, AND THE REMAINING PORTION OF THE GATE BOX FILLED WITH SAND AND TOPPED AS
SPECIFIED.

29. ALL BENDS, TEES, CAPS AND HYDRANTS SHALL BE RESTRAINED WITH MECHANICAL JOINT RESTRAINTS AND CONCRETE THRUST BLOCKS.

30. ALL MECHANICAL JOINT FITTINGS, HYDRANTS AND VALVES SHALL BE RESTRAINED.  RESTRAINTS FOR MECHANICAL JOINTS SHALL BE SERIES 1100 MEGALUG AS MANUFACTURED BY EBAA IRON CO.,
UNI-FLANGE SERIES 1400 MECHANICAL JOINT RESTRAINT OR EQUAL.

31. RESTRAINTS FOR PUSH-ON JOINTS SHALL BE SERIES 1700 AS MANUFACTURED BY EBAA IRON CO, SERIES 1390 AS MANUFACTURED BY UNI-FLANGE OF THE RESTRAINED JOINT GASKET TYPE AS
MANUFACTURED BY THE SAME DUCTILE IRON PIPE COMPANY OF THE PIPE FOR WIHICH THEY ARE USED ON.  RESTRAINED GASKETS SHALL BE EQUAL TO THE FIELD LOK 350 GASKET AS MANUFACTURED
BY U.S. PIPE AND GRIFFIN PIPE.  NEW PIPE IN FOX HILL ROAD SHALL BE RESTRAINED AS SHOWN IN THE PLANS AND SPECIFICATIONS.  CONTRACTOR SHALL RESTRAIN AT LEAST TWO LENGTHS OF PIPE
BEFORE AND AFTER GATE VALVES.

32. ALL WATER MAIN TRENCHES IN EXISTING PAVED ROADS SHALL BE RESURFACED WITH TRENCH PAVEMENT IN ACCORDANCE WITH THE CONTRACT DOCUMENTS.

33. REMOVE ALL EXISTING HYDRANTS AND CAP BRANCH WHEN NEW WATER MAINS ARE IN SERVICE.  DELIVER REMOVED HYDRANTS TO TOWN OF NAHANT DPW STOCK YARD.

34. CONTRACTOR SHALL USE A WATER TIGHT PLUG DURING THE WATER MAIN INSTALLATION.  PLUG SHALL REMAIN IN PLACE AT ALL TIMES.

35. CONTRACTOR IS REQUIRED TO SUBMIT COMPACTING REPORT AS DESCRIBED IN SPECIFICATIONS.

36. AS APPROPRIATE, CONTRACTOR TO TAKE ALL NECESSARY MEASURES, INCLUDING HAND DIGGING, TO MAINTAIN THE INTEGRITY OF THE EXISTING DRAINAGE PIPES.

37. DRAIN PIPES ARE NOT SHOWN IN THE BASE PLAN.  ONLY CATCH BASINS AND DRAIN MANHOLES STRUCTURES ARE SHOWN.

38. CONTRACTOR TO COORDINATE SHUTDOWN AND TIE-IN PROCEDURES AT ALL INTERSECTIONS WITH THE TOWN OF NAHANT WATER DEPARTMENT.

39. ONLY THE TOWN OF NAHANT SHALL OPERATE HYDRANTS AND GATE VALVES.  CONTRACTOR SHALL NOTIFY THE TOWN OF NAHANT AT LEAST 72 HOURS PRIOR TO SCHEDULED SHUTDOWN.

40. BY PASS PIPING SHALL BE 4-INCH DIAMETER IN FOX HILL ROAD.  ALL BYPASS PIPING SHALL HAVE A CONNECTION TO ACTIVE WATER MAINS ON BOTH SIDES OF THE STREET.  NO BYPASS PIPING SHOULD BE
NEEDED IN EMERALD ROAD.

41. ALL EXISTING WATER SERVICES THAT ARE NOT OF COPPER MATERIAL ARE TO BE REPLACED TO THE PROPERTY LINE INCLUDING A NEW CORPORATION, SERVICE TUBING, COUPLING, AND CURB STOP.
NEW SERVICES TO BE INSTALLED AS SPECIFIED AND IN ACCORDANCE WITH THE CONTRACT DRAWINGS.  NEW SERVICES ARE SHOWN ON THE PLANS NEXT TO EXISTING SERVICES FOR CLARITY.  NEW
SERVICES ARE TO BE INSTALLED IN EXISTING WATER SERVICE TRENCH.  UNLESS OTHERWISE APPROVED BY THE ENGINEER, ALL ABANDONED SERVICES ARE TO BE SHUT OFF AT THE CORPORATION AT THE
TIME OF THE NEW TIE OVER.  ALL EXISTING COPPER WATER SERVICES SHALL REMAIN IN PLACE AND WILL BE TIED OVER TO THE NEW WATER MAIN WITH A NEW CORPORATION, NEW SERVICE TUBING,
AND NEW COUPLING.

42. THE EXISTING WATER MAIN IN FOX HILL ROAD SHALL BE REMOVED AND PROPERLY DISPOSED OF BY THE CONTRACTOR.  THE PROPOSED WATER MAIN SHALL BE INSTALLED IN THE EXISTING WATER MAIN
TRENCH, UNLESS OTHERWISE NOTES ON THE DRAWINGS.

43. THE EXISTING 4-INCH WATER MAIN IN EMERALD ROAD SHALL BE ABANDONED IN PLACE.

44. TEMPORARY BLOWOFF/SAMPLE TAPS MUST BE MADE AT THE BEGINNING AND END OF THE RUN.  THE SAMPLE LINES MUST BE REMOVED TO THE CORPORATION AFTER THE TESTING/SAMPLING HAS
BEEN COMPLETED.  MATERIAL COST FOR TEMPORARY BLOWOFF/SAMPLE TAPS IS INCIDENTAL TO THE TESTING.
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1. VERTICAL DATUM BASED ON THE NORTH AMERICAN VERTICAL DATUM OF 1988 (NAVD88). HORIZONTAL DATUM BASED ON THE MASSACHUSETTS STATE PLANE COORDINATE VERTICAL DATUM BASED ON THE NORTH AMERICAN VERTICAL DATUM OF 1988 (NAVD88). HORIZONTAL DATUM BASED ON THE MASSACHUSETTS STATE PLANE COORDINATE SYSTEM, NORTH AMERICAN DATUM, 1983 (NAD83). 2. BASE INFORMATION PREPARED FROM  FROM MASS GIS, TOWN OF NAHANT GIS DATA, VM CONSULTING ENGINEERS, LLC, AND LIGHTHOUSE LAND SURVEYING, LLC. BASE INFORMATION PREPARED FROM  FROM MASS GIS, TOWN OF NAHANT GIS DATA, VM CONSULTING ENGINEERS, LLC, AND LIGHTHOUSE LAND SURVEYING, LLC. 3. THE EXISTENCE, SIZE, PIPE MATERIAL, LOCATION, ORIENTATION AND DESCRIPTION OF UTILITIES ARE FROM THE EXISTING INFORMATION PROVIDED, BUT ARE APPROXIMATE ONLY. THE EXISTENCE, SIZE, PIPE MATERIAL, LOCATION, ORIENTATION AND DESCRIPTION OF UTILITIES ARE FROM THE EXISTING INFORMATION PROVIDED, BUT ARE APPROXIMATE ONLY. THE CONTRACTOR SHALL VERIFY THE LOCATIONS OF ALL UNDERGROUND UTILITIES BEFORE EXCAVATING. 4. BENCHMARKS ARE NOT PROVIDED BY THE OWNER. BENCHMARKS ARE NOT PROVIDED BY THE OWNER. 5. ALL SERVICES NOT SHOWN ON PLANS, CONTRACTOR TO ASSUME ALL HOMES AND BUILDINGS SERVED BY WATER, SEWER, ELECTRIC, AND TELECOMMUNICATION. PROTECT, ALL SERVICES NOT SHOWN ON PLANS, CONTRACTOR TO ASSUME ALL HOMES AND BUILDINGS SERVED BY WATER, SEWER, ELECTRIC, AND TELECOMMUNICATION. PROTECT, RELOCATE, AND REPLACE SERVICES AS REQUIRED. 6. FULL PERIMETERS AND EXTERIOR DIMENSIONS OF BUILDINGS NOT ACCURATELY SHOWN ON BASE SURVEY, CONTRACTOR TO CONFIRM DIMENSIONS AND FOOTPRINTS OF BUILDINGS FULL PERIMETERS AND EXTERIOR DIMENSIONS OF BUILDINGS NOT ACCURATELY SHOWN ON BASE SURVEY, CONTRACTOR TO CONFIRM DIMENSIONS AND FOOTPRINTS OF BUILDINGS BEFORE BEGINNING WORK CLOSE TO BUILDINGS AND ON PRIVATE PROPERTY. 7. ALL RIM AND INVERT ELEVATIONS ARE APPROXIMATE AND ARE SHOWN TO WITHIN 0.1 FEET. CONTRACTOR TO COMPLETE INDEPENDENT SURVEY VERIFICATION IN THE FIELD BY ALL RIM AND INVERT ELEVATIONS ARE APPROXIMATE AND ARE SHOWN TO WITHIN 0.1 FEET. CONTRACTOR TO COMPLETE INDEPENDENT SURVEY VERIFICATION IN THE FIELD BY PROFESSIONAL LAND SURVEYOR.  8. LINES FOR ALL SERVICES, POLICE AND FIRE ALARM BOXES, STREET LIGHTS, TRAFFIC SIGNALS AND OVERHEAD POWER, TELEPHONE AND CABLE TELEVISION LINES ARE NOT ALL LINES FOR ALL SERVICES, POLICE AND FIRE ALARM BOXES, STREET LIGHTS, TRAFFIC SIGNALS AND OVERHEAD POWER, TELEPHONE AND CABLE TELEVISION LINES ARE NOT ALL SHOWN ON THE PLANS. THE APPROPRIATE UTILITY COMPANIES OR AUTHORITIES WILL BE CONSULTED FOR LOCATIONS OF THE ABOVE. 9. ALL BURIED ELECTRIC AND TELECOM CONDUITS ARE SHOWN SCHEMATICALLY AND NOT TO SCALE, CONTRACTOR TO ASSUME ALL BURIED UTILITIES ARE INSTALLED IN MULTIPLE ALL BURIED ELECTRIC AND TELECOM CONDUITS ARE SHOWN SCHEMATICALLY AND NOT TO SCALE, CONTRACTOR TO ASSUME ALL BURIED UTILITIES ARE INSTALLED IN MULTIPLE CONDUIT DUCT BANKS AND MAY BE CONCRETE ENCASED, CONTRACTOR TO COMPLETE TEST PITS AND ADJUST LAYOUT AND MEANS AND METHODS TO AVOID CONFLICTS. 10. THE LOCATION OF ALL BURIED ELECTRIC AND TELECOMMUNICATIONS CONDUITS, MANHOLES, HANDHOLES, AND WIRES IS NOT KNOWN. NEW OR ADDITIONAL BURIED ELECTRIC AND THE LOCATION OF ALL BURIED ELECTRIC AND TELECOMMUNICATIONS CONDUITS, MANHOLES, HANDHOLES, AND WIRES IS NOT KNOWN. NEW OR ADDITIONAL BURIED ELECTRIC AND TELECOMMUNICATIONS CONDUITS AND WIRES MAY HAVE BEEN INSTALLED OR MAY EXIST WHICH ARE NOT SHOWN ON THE PLANS.  11. EXISTING PAVEMENT THICKNESS, SIDEWALK MATERIALS, AND SUBBASE MATERIALS VARY AND MAY INCLUDE MULTIPLE, VARIED PAVEMENT MATERIALS AND CONCRETE. EXISTING PAVEMENT THICKNESS, SIDEWALK MATERIALS, AND SUBBASE MATERIALS VARY AND MAY INCLUDE MULTIPLE, VARIED PAVEMENT MATERIALS AND CONCRETE. CONTRACTOR SHALL REMOVE AND LEGALLY DISPOSE ALL SIDEWALK, PAVEMENT, AND MATERIALS ENCOUNTERED AS PART OF THE WORK.  12. BEFORE EXCAVATING, ALL UTILITY COMPANIES, PUBLIC AND PRIVATE, MUST BE CONTACTED, INCLUDING THOSE IN CONTROL OF UTILITIES NOT SHOWN ON THESE PLANS. SEE BEFORE EXCAVATING, ALL UTILITY COMPANIES, PUBLIC AND PRIVATE, MUST BE CONTACTED, INCLUDING THOSE IN CONTROL OF UTILITIES NOT SHOWN ON THESE PLANS. SEE CHAPTER 370, ACT OF 1963, MASSACHUSETTS GENERAL LAWS. THE OWNER AND ENGINEER ASSUME NO RESPONSIBILITY FOR DAMAGES INCURRED AS A RESULT OF UTILITIES OMITTED OR INACCURATELY SHOWN.  13. EXISTING PIPE MATERIALS VARY.  ASBESTOS CEMENT (AC) PIPES MAY EXIST WITHIN PROJECT AREA, AND IF ENCOUNTERED CONTRACTOR SHALL IMPLEMENT APPROPRIATE EXISTING PIPE MATERIALS VARY.  ASBESTOS CEMENT (AC) PIPES MAY EXIST WITHIN PROJECT AREA, AND IF ENCOUNTERED CONTRACTOR SHALL IMPLEMENT APPROPRIATE HEALTH AND SAFETY PROVISIONS AND REMOVE AND DISPOSE AC PIPE IN LEGAL MANNER IN ACCORDANCE WITH MASSDEP REGULATIONS, REQUIREMENTS, AND GUIDANCE DOCUMENTS. 14. CONTRACTOR SHALL BE AWARE THAT SEWER SERVICES MAY BE IN CLOSE PROXIMITY TO WATER SERVICES AND SIZE AND MATERIALS VARY. CONTRACTOR SHALL BE PREPARED CONTRACTOR SHALL BE AWARE THAT SEWER SERVICES MAY BE IN CLOSE PROXIMITY TO WATER SERVICES AND SIZE AND MATERIALS VARY. CONTRACTOR SHALL BE PREPARED TO REPLACE SEWER SERVICES DAMAGED DURING CONSTRUCTION WITH 5" OR 6" PVC SEWER SERVICES AND VARIOUS FERNCO SIZES TO CONNECT TO EXISTING SEWER SERVICE PIPE OF VARIOUS MATERIALS.  15. THE CONTRACTOR SHALL PREMARK THE EXCAVATION AREA IN WHITE PAINT PRIOR TO CALLING THE DIG SAFE CENTER (TEL. NO. 1-888-DIG-SAFE). THE CONTRACTOR SHALL THE CONTRACTOR SHALL PREMARK THE EXCAVATION AREA IN WHITE PAINT PRIOR TO CALLING THE DIG SAFE CENTER (TEL. NO. 1-888-DIG-SAFE). THE CONTRACTOR SHALL CONTACT THE DIG SAFE CENTER AT LEAST THREE BUSINESS DAYS PRIOR TO ANY EXCAVATION.  IN ADDITION, NOTIFICATION SHALL ALSO BE GIVEN TO ALL AFFECTED PRIVATE AND/OR PUBLIC UTILITIES TO PERMIT STREET MARKING OF THEIR LINES. 16. CONTRACTOR TO COORDINATE WITH GAS COMPANY AND OWNERS OF OTHER UTILITIES TO PROTECT AND SUPPORT (OR REMOVE AND REPLACE) ALL UTILITIES ENCOUNTERED CONTRACTOR TO COORDINATE WITH GAS COMPANY AND OWNERS OF OTHER UTILITIES TO PROTECT AND SUPPORT (OR REMOVE AND REPLACE) ALL UTILITIES ENCOUNTERED DURING CONSTRUCTION. 17. IF THE CONTRACTOR DAMAGES UTILITY SERVICES, HE SHALL IMMEDIATELY NOTIFY THE RESPECTIVE UTILITY COMPANY AND SHALL IMMEDIATELY REPLACE OR REPAIR. IF THE CONTRACTOR DAMAGES UTILITY SERVICES, HE SHALL IMMEDIATELY NOTIFY THE RESPECTIVE UTILITY COMPANY AND SHALL IMMEDIATELY REPLACE OR REPAIR. 18. WHERE UTILITY RELOCATION IS REQUIRED, THE CONTRACTOR SHALL NOTIFY THE AFFECTED UTILITY COMPANY AT LEAST 30 DAYS IN ADVANCE OF CONSTRUCTION AND SHALL WHERE UTILITY RELOCATION IS REQUIRED, THE CONTRACTOR SHALL NOTIFY THE AFFECTED UTILITY COMPANY AT LEAST 30 DAYS IN ADVANCE OF CONSTRUCTION AND SHALL COORDINATE THE PROPOSED WORK WITH THE UTILITY RELOCATION. 19. THE CONTRACTOR'S ATTENTION IS DIRECTED TO EXISTING LABELED SEWER MANHOLE OR DRAINAGE MANHOLE COVERS SHOWN ON THE PLANS AS THEY MAY NOT ACCURATELY THE CONTRACTOR'S ATTENTION IS DIRECTED TO EXISTING LABELED SEWER MANHOLE OR DRAINAGE MANHOLE COVERS SHOWN ON THE PLANS AS THEY MAY NOT ACCURATELY REPRESENT THE UNDERGROUND SERVICE BELOW. 20. THE CONTRACTOR SHALL VERIFY EXISTING CONDITIONS INFORMATION AND REPORT ANY DISCREPANCIES BETWEEN THE PLANS AND THE ACTUAL CONDITIONS TO THE ENGINEER THE CONTRACTOR SHALL VERIFY EXISTING CONDITIONS INFORMATION AND REPORT ANY DISCREPANCIES BETWEEN THE PLANS AND THE ACTUAL CONDITIONS TO THE ENGINEER PRIOR TO BEGINNING WORK. 21. EXPLORATORY EXCAVATIONS (TEST PITS) SHALL BE EXCAVATED AT THOSE LOCATIONS INDICATED ON THE PLANS AND WHERE ORDERED AND APPROVED BY THE OWNER.  TEST EXPLORATORY EXCAVATIONS (TEST PITS) SHALL BE EXCAVATED AT THOSE LOCATIONS INDICATED ON THE PLANS AND WHERE ORDERED AND APPROVED BY THE OWNER.  TEST PIT EXCAVATIONS SHALL BE MADE TO DETERMINE THE LOCATIONS OF ALL EXISTING UTILITIES, STRUCTURES, OR SUBSURFACE CONDITIONS IN ADVANCE OF CONSTRUCTION OPERATIONS SO THAT ANY REQUIRED CHANGES IN ALIGNMENT AND/OR GRADE OF THE PROPOSED WORK OR UTILITY LOCATIONS MAY BE DETERMINED. TEST PITS SHALL BE COMPLETED TO OBSERVE ALL SEWER SERVICES CROSSED BY THE NEW WATER MAIN WHERE NOT EXPOSED IN TRENCH. ALL DECISIONS RELATIVE TO UTILITY CONFLICTS AND RELOCATION REQUIREMENTS WILL BE MADE BY THE RESIDENT ENGINEER. 22. PROPOSED INVERT ELEVATIONS AND SLOPES OF NEW OR REPLACEMENT SEWER/DRAIN PIPES AND SERVICES TO BE DETERMINED IN THE FIELD BY THE ENGINEER BASED ON PROPOSED INVERT ELEVATIONS AND SLOPES OF NEW OR REPLACEMENT SEWER/DRAIN PIPES AND SERVICES TO BE DETERMINED IN THE FIELD BY THE ENGINEER BASED ON CONTRACTOR'S SURVEY OF EXISTING RIM AND INVERT ELEVATIONS COMPLETED IN CONJUNCTION WITH CONFINED SPACE ENTRY OR TEST PITS. TEST PITS MAY NOT BE COMPLETED TOO FAR IN ADVANCE OF PIPELINE INSTALLATION IN THE OPINION OF THE ENGINEER, AUTHORIZATION REQUIRED FROM ENGINEER TO BEGIN TEST PIT ON EACH STREET OR IN EACH WORK AREA. 23. CONTRACTOR SHALL NOT ORDER PRECAST CONCRETE STRUCTURES OR MANHOLE/CATCHBASIN CASTINGS UNTIL TEST PITS AND CONTRACTOR'S LEVEL SURVEY HAVE BEEN CONTRACTOR SHALL NOT ORDER PRECAST CONCRETE STRUCTURES OR MANHOLE/CATCHBASIN CASTINGS UNTIL TEST PITS AND CONTRACTOR'S LEVEL SURVEY HAVE BEEN COMPLETED ON ALL EXISTING STRUCTURES AND CONNECTIONS ON EACH STREET OR IN EACH WORK AREA AS DETERMINED BY THE ENGINEER AND THE ENGINEER CAN CONFIRM NUMBER, SIZE AND TYPE. PIPE OPENINGS IN EACH MANHOLE OR STRUCTURE TO BE FACTORY CAST OR CORED IN FIELD AS DIRECTED BY ENGINEER. 24. ALL EXISTING MANHOLE FRAMES AND COVERS AND CATCHBASIN FRAMES AND GRATES REMOVED BUT NOT REUSED, AND SELECTED FOR SALVAGE BY THE OWNER, SHALL REMAIN ALL EXISTING MANHOLE FRAMES AND COVERS AND CATCHBASIN FRAMES AND GRATES REMOVED BUT NOT REUSED, AND SELECTED FOR SALVAGE BY THE OWNER, SHALL REMAIN THE PROPERTY OF THE OWNER AND SHALL BE DELIVERED BY THE CONTRACTOR TO A LOCATION DESIGNATED BY THE OWNER. CASTINGS NOT SELECTED BY THE OWNER FOR SALVAGE SHALL BE DISPOSED OF BY THE CONTRACTOR.   25. DAMAGE OF PROPERTY BEYOND THE WORK LIMITS CAUSED BY THE CONTRACTOR'S OPERATIONS SHALL BE REPAIRED BY THE CONTRACTOR AT THE CONTRACTOR'S EXPENSE, DAMAGE OF PROPERTY BEYOND THE WORK LIMITS CAUSED BY THE CONTRACTOR'S OPERATIONS SHALL BE REPAIRED BY THE CONTRACTOR AT THE CONTRACTOR'S EXPENSE, SUBJECT TO THE APPROVAL OF THE ENGINEER. 26. WHERE WATER LINES, DRAINAGE PIPES, STRUCTURES, OR CONDUITS ARE ABANDONED IN PLACE, CONTRACTOR SHALL MAKE SURE THAT ALL CONNECTING PIPES, INLETS AND WHERE WATER LINES, DRAINAGE PIPES, STRUCTURES, OR CONDUITS ARE ABANDONED IN PLACE, CONTRACTOR SHALL MAKE SURE THAT ALL CONNECTING PIPES, INLETS AND OUTLETS ARE PLUGGED. 27. CONTRACTOR TO PROTECT AND SUPPORT OR REMOVE AND REPLACE SIGNS, POSTS, HYDRANTS, FENCES, GATES, OR OTHER SURFACE FEATURES THAT OBSTRUCT CONSTRUCTION CONTRACTOR TO PROTECT AND SUPPORT OR REMOVE AND REPLACE SIGNS, POSTS, HYDRANTS, FENCES, GATES, OR OTHER SURFACE FEATURES THAT OBSTRUCT CONSTRUCTION OPERATIONS OR ARE DAMAGED BY CONSTRUCTION. 28. AREAS DISTURBED DURING CONSTRUCTION SHALL BE RESTORED BY THE CONTRACTOR TO THEIR ORIGINAL CONDITION AT THE CONTRACTOR'S EXPENSE. AREAS DISTURBED DURING CONSTRUCTION SHALL BE RESTORED BY THE CONTRACTOR TO THEIR ORIGINAL CONDITION AT THE CONTRACTOR'S EXPENSE. 29. CONTRACTOR SHALL BACKFILL, COMPACT, AND PAVE IN ACCORDANCE WITH THE REQUIREMENTS OF THESE CONTRACT SPECIFICATIONS AND THE TOWN OF NAHANT, INCLUDING AT A CONTRACTOR SHALL BACKFILL, COMPACT, AND PAVE IN ACCORDANCE WITH THE REQUIREMENTS OF THESE CONTRACT SPECIFICATIONS AND THE TOWN OF NAHANT, INCLUDING AT A MINIMUM THE REQUIREMENTS SHOWN ON DETAILS AND DESCRIBED IN MASSDOT STANDARD SPECIFICATIONS FOR HIGHWAYS AND BRIDGES. 30. THE CONTRACTOR SHALL INSTALL TEMPORARY PAVEMENT ON A DAILY BASIS AS DIRECTED AND SHALL MAINTAIN TEMPORARY PAVEMENT FOR A MINIMUM OF 90 DAYS EXCEPT IF THE CONTRACTOR SHALL INSTALL TEMPORARY PAVEMENT ON A DAILY BASIS AS DIRECTED AND SHALL MAINTAIN TEMPORARY PAVEMENT FOR A MINIMUM OF 90 DAYS EXCEPT IF TEMPORARY PAVEMENT IS PLACED AFTER AUGUST 15TH, THEN IT SHALL BE MAINTAINED UNTIL APRIL 15TH OF THE FOLLOWING YEAR UNLESS AUTHORIZED BY THE TOWN. TEMPORARY CENTERLINE OR FOGLINE PAVEMENT PAINT SHALL BE PLACED ON THE TEMPORARY PAVEMENT WHEREVER EXISTING PAINT IS DISTURBED DURING CONSTRUCTION. 31. PERMANENT PAVEMENT SHALL BE PLACED BETWEEN APRIL 15TH AND NOVEMBER 15TH OF EACH CALENDAR YEAR UNLESS AUTHORIZED BY THE TOWN OUTSIDE THESE DATES. PERMANENT PAVEMENT SHALL BE PLACED BETWEEN APRIL 15TH AND NOVEMBER 15TH OF EACH CALENDAR YEAR UNLESS AUTHORIZED BY THE TOWN OUTSIDE THESE DATES. 32. ANY PAVEMENT MARKINGS IMPACTED OR REMOVED BY CONSTRUCTION ACTIVITIES SHALL BE REPLACED IN KIND.  ANY PAVEMENT MARKINGS IMPACTED OR REMOVED BY CONSTRUCTION ACTIVITIES SHALL BE REPLACED IN KIND.  33. THE CONTRACTOR SHALL PROTECT ALL TRAVELED WAYS AND PEDESTRIAN WAYS FROM CONSTRUCTION DEBRIS AT ALL TIMES. THE CONTRACTOR SHALL PROTECT ALL TRAVELED WAYS AND PEDESTRIAN WAYS FROM CONSTRUCTION DEBRIS AT ALL TIMES. 34. CONTRACTOR SHALL MAINTAIN ONE LANE (TWO-WAY) OF TRAFFIC AT ALL TIMES ON TOWN ROADS AND ACCESS FOR EMERGENCY VEHICLES AND PEDESTRIANS, CONTRACTOR CONTRACTOR SHALL MAINTAIN ONE LANE (TWO-WAY) OF TRAFFIC AT ALL TIMES ON TOWN ROADS AND ACCESS FOR EMERGENCY VEHICLES AND PEDESTRIANS, CONTRACTOR SHALL COORDINATE TRAFFIC MANAGEMENT PLAN WITH TOWN OF NAHANT POLICE DEPARTMENT. CONTRACTOR SHALL BE RESPONSIBLE FOR MANAGEMENT OF TRAFFIC AND PUBLIC SAFETY, INCLUDING SIGNAGE AND DETOURS. TRENCHES MUST BE PASSABLE AND GRAVEL MUST BE MAINTAINED. 35. CONTRACTOR SHALL PREPARE DETAILED TRAFFIC MANAGEMENT PLANS FOR WORK IN EACH TRAVEL LANE AND IN EACH INTERSECTION IN ACCORDANCE WITH THE MINIMUM CONTRACTOR SHALL PREPARE DETAILED TRAFFIC MANAGEMENT PLANS FOR WORK IN EACH TRAVEL LANE AND IN EACH INTERSECTION IN ACCORDANCE WITH THE MINIMUM REQUIREMENTS AS WELL AS THE TOWN OF NAHANT POLICE DEPARTMENT AND DPW IF REQUIRED.  CONTRACTOR SHALL REVIEW TRAFFIC MANAGEMENT PLANS WITH THE POLICE DEPARTMENT PRIOR TO BEGINNING CONSTRUCTION LAYOUT.
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36. CONTRACTOR TO PROVIDE TRAFFIC MANAGEMENT, SIGNAGE, AND DETOUR PLANS (IF APPROVED) FOR WORK ON CASTLE ROAD, CASTLE WAY, FOX HILL AVENUE, AND WARD ROAD  CONTRACTOR TO PROVIDE TRAFFIC MANAGEMENT, SIGNAGE, AND DETOUR PLANS (IF APPROVED) FOR WORK ON CASTLE ROAD, CASTLE WAY, FOX HILL AVENUE, AND WARD ROAD  CASTLE ROAD, CASTLE WAY, FOX HILL AVENUE, AND WARD ROAD    FOR EACH SECTION OF WORK BETWEEN EACH INTERSECTION AND IN EACH INTERSECTION SEPARATELY. 37. CONTRACTOR IS RESPONSIBLE TO PREVENT STEEL PLATES FROM MOVING, INCLUDING CUTTING PAVEMENT TO RECESS PLATES, UTILIZATION OF STEEL SPIKES AND WEDGES, AND CONTRACTOR IS RESPONSIBLE TO PREVENT STEEL PLATES FROM MOVING, INCLUDING CUTTING PAVEMENT TO RECESS PLATES, UTILIZATION OF STEEL SPIKES AND WEDGES, AND COLD PATCH SHIMS AND RAMPS. 38. ALL EROSION AND SEDIMENT CONTROL DEVICES SHALL BE INSTALLED AND APPROVED BY THE ENGINEER PRIOR TO THE COMMENCEMENT OF CONSTRUCTION. DEVICES SHALL ALL EROSION AND SEDIMENT CONTROL DEVICES SHALL BE INSTALLED AND APPROVED BY THE ENGINEER PRIOR TO THE COMMENCEMENT OF CONSTRUCTION. DEVICES SHALL INCLUDE AT A MINIMUM GEOTEXTILE (SILT SACK) IN ALL CATCH BASINS AND A BARRIER CONSISTING OF SILT FENCE OR MULCH SOCK AROUND SOIL STOCKPILES AND ALONG PROJECT BOUNDARY AS DIRECTED. ALL CONSTRUCTION DEWATERING WATER MUST BE TREATED WITH A SEDIMENTATION TANK PRIOR TO DISCHARGE UPGRADIENT OF OTHER EROSION AND SEDIMENTATION DEVICES AND CONTROLS. 39. CONTRACTOR SHALL MAINTAIN EDGE OF ROADWAY DRAINAGE PATTERNS INCLUDING REPLACEMENT OF PAVED AND UNPAVED SWALES, BERMS, AND CURBS. CONTRACTOR SHALL MAINTAIN EDGE OF ROADWAY DRAINAGE PATTERNS INCLUDING REPLACEMENT OF PAVED AND UNPAVED SWALES, BERMS, AND CURBS. 40. DIVERSION AND CONTROL OF EXISTING SANITARY, STORM SEWER, DRAINAGE CULVERTS AND PROCESS DRAIN FLOWS AND DEWATERING ARE THE RESPONSIBILITY OF THE     DIVERSION AND CONTROL OF EXISTING SANITARY, STORM SEWER, DRAINAGE CULVERTS AND PROCESS DRAIN FLOWS AND DEWATERING ARE THE RESPONSIBILITY OF THE     CONTRACTOR.  THE CONTRACTOR'S INTENDED METHODS FOR DIVERSION AND CONTROL AND DEWATERING SHALL BE SUBMITTED TO THE ENGINEER FOR REVIEW AND APPROVAL.  BYPASS HOSES SHALL NOT BE ALLOWED TO LEAK AND SURFACE WATER RELATING TO CONSTRUCTION OPERATIONS SHALL BE PREVENTED FROM FREEZING. 41. THE CONTRACTOR SHALL PROVIDE METHODS FOR DEWATERING OPERATIONS AND CONTROL OF STORM WATER RUNOFF TO ENSURE SILT OR DEBRIS DO NOT ENTER EXISTING THE CONTRACTOR SHALL PROVIDE METHODS FOR DEWATERING OPERATIONS AND CONTROL OF STORM WATER RUNOFF TO ENSURE SILT OR DEBRIS DO NOT ENTER EXISTING DRAINAGE FACILITIES OR CREATE NUISANCES. THE CONTRACTOR SHALL BE RESPONSIBLE FOR CLEANING EXISTING OR NEW FACILITIES IF SILTATION OCCURS DUE TO THE CONTRACTOR'S OPERATIONS. 42. THE CONTRACTOR SHALL DISPOSE OF ALL DEMOLISHED MATERIALS, RUBBISH, EXCAVATED MATERIAL AND DEBRIS, UNLESS OTHERWISE NOTED, IN ACCORDANCE WITH ALL LOCAL, THE CONTRACTOR SHALL DISPOSE OF ALL DEMOLISHED MATERIALS, RUBBISH, EXCAVATED MATERIAL AND DEBRIS, UNLESS OTHERWISE NOTED, IN ACCORDANCE WITH ALL LOCAL, STATE AND FEDERAL REQUIREMENTS HAVING JURISDICTION. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING AND PAYING FOR ALL REQUIRED DISPOSAL PERMITS AND FEES. 43. NO TRASH, GREASE TUBES, OR DEBRIS SHALL BE THROWN INTO CONSTRUCTION TRENCHES PRIOR TO BACKFILL.  NO TRASH, GREASE TUBES, OR DEBRIS SHALL BE THROWN INTO CONSTRUCTION TRENCHES PRIOR TO BACKFILL.  44. CONTRACTOR TO MAINTAIN HAZMAT SPILL KITS ON SITE AT ALL TIMES.  CONTRACTOR TO MAINTAIN HAZMAT SPILL KITS ON SITE AT ALL TIMES.  45. CONTRACTOR SHALL BE RESPONSIBLE FOR CONTROLLING DUST DURING CONSTRUCTION OPERATIONS INCLUDING BUT NOT LIMITED TO REGULAR STREET SWEEPING AND APPLICATIONS CONTRACTOR SHALL BE RESPONSIBLE FOR CONTROLLING DUST DURING CONSTRUCTION OPERATIONS INCLUDING BUT NOT LIMITED TO REGULAR STREET SWEEPING AND APPLICATIONS OF CALCIUM CHLORIDE OR OTHER APPROVED DUST INHIBITOR. 46. THE CONTRACTOR SHALL COORDINATE HIS WORK WITH THE UTILITY COMPANIES DOING WORK IN THE SAME AREA. THE CONTRACTOR SHALL ALLOW THE UTILITY COMPANIES AND THE CONTRACTOR SHALL COORDINATE HIS WORK WITH THE UTILITY COMPANIES DOING WORK IN THE SAME AREA. THE CONTRACTOR SHALL ALLOW THE UTILITY COMPANIES AND THEIR REPRESENTATIVES TO INSTALL OR MAINTAIN THEIR SYSTEMS WITHIN TOWN OWNED STREETS AND EASEMENTS.  47. UNDERGROUND TELECOMMUNICATION (VERIZON) AND ELECTRIC UTILITIES ARE KNOWN TO BE WITHIN THE PROJECT AREA ALONG WARD ROAD, CASTLE ROAD, AND CASTLE WAY. UNDERGROUND TELECOMMUNICATION (VERIZON) AND ELECTRIC UTILITIES ARE KNOWN TO BE WITHIN THE PROJECT AREA ALONG WARD ROAD, CASTLE ROAD, AND CASTLE WAY. CONTRACTOR TO BE AWARE NOT ALL TELECOMMUNICATION (VERIZON) UTILITIES ARE SHOWN. CONTRACTOR SHALL EXPECT TO SUPPORT AND BRACE EXISTING TELECOMMUNICATION LINES DURING WATER MAIN AND SERVICE INSTALLATION INCLUDING COMMUNICATIONS LINES THAT RUN PARALLEL TO THE PROPOSED WATER MAINS. 48. THE CONTRACTOR SHALL BE AWARE THAT BORING LOGS HAVE NOT BEEN PROVIDED FOR REFERENCE AND EXISTING SOIL CONDITIONS AND GROUNDWATER LEVELS ARE NOT KNOWN, THE CONTRACTOR SHALL BE AWARE THAT BORING LOGS HAVE NOT BEEN PROVIDED FOR REFERENCE AND EXISTING SOIL CONDITIONS AND GROUNDWATER LEVELS ARE NOT KNOWN, HOWEVER CONTRACTOR SHALL ASSUME THAT CONSTRUCTION DEWATERING DUE TO SEASONAL AND RAINFALL INFLUENCED GROUNDWATER AND REMOVAL AND DISPOSAL OF UNSUITABLE SOILS DUE TO THE PROXIMITY OF THE PROJECT TO THE COAST AND FILLED TIDELANDS WILL BE REQUIRED DURING CONSTRUCTION. SOIL IN NAHANT IS KNOWN TO CONSIST OF CLAY AND UNSUITABLE SILTY SOILS.  49. CONTRACTOR SHALL SEGREGATE ALL SUITABLE BACKFILL MATERIAL FROM UNSUITABLE MATERIAL AND DISPOSE OF ALL UNSUITABLE MATERIALS AS DIRECTED. CONTRACTOR SHALL SEGREGATE ALL SUITABLE BACKFILL MATERIAL FROM UNSUITABLE MATERIAL AND DISPOSE OF ALL UNSUITABLE MATERIALS AS DIRECTED. 50. CONTRACTOR TO SCHEDULE NEW DRAIN LINE INSTALLATIONS AND ADJUST LAYOUT OF NEW DRAIN LINES IN THE FIELD TO AVOID CONFLICTS WITH EXISTING UTILITIES.CONTRACTOR TO SCHEDULE NEW DRAIN LINE INSTALLATIONS AND ADJUST LAYOUT OF NEW DRAIN LINES IN THE FIELD TO AVOID CONFLICTS WITH EXISTING UTILITIES.
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SECTION A-A

GRANITE CURB DETAIL

NOT TO SCALE
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NOTE 1: CONSTRUCT SIDEWALKS IN ACCORDANCE WITH MASSDOT AND ADA REQUIREMENTS AND STANDARDS.

GENERAL PAVING NOTES:

1. THE CONTRACTOR SHALL MAINTAIN TEMPORARY PAVEMENT FOR A MINIMUM OF 90 DAYS EXCEPT IF TEMPORARY PAVEMENT IS PLACED AFTER OCTOBER 15, THEN IT

SHALL BE MAINTAINED UNTIL APRIL 15 OF THE FOLLOWING YEAR.

2. PERMANENT PAVEMENT SHALL BE PLACED BETWEEN APRIL 15 AND OCTOBER 15 OF EACH CALENDAR YEAR UNLESS APPROVED AND DIRECTED BY ENGINEER.

3. THE CONTRACTOR SHALL SAWCUT 12" OUTSIDE OF TRENCH EXCAVATION OR AS DIRECTED. TEMPORARY PAVEMENT SHALL BE REMOVED AND DISPOSED OF. THE

GRAVEL SHALL BE FINE GRADED, EMULSION PLACED ON ALL JOINTS, AND PERMANENT PAVEMENT PLACED IN TWO COURSES ON TOWN ROADS.

4. CONTRACTOR SHALL MATCH EXISTING ROADWAY GRADES AND EXISTING THICKNESS UNLESS OTHERWISE DIRECTED.

5. REFER TO SPECIFICATION SECTION 02500 PAVING AND SURFACING FOR ADDITIONAL REQUIREMENTS.

TOWN OF NAHANT, MASSACHUSETTS

FOX HILL NEIGHBORHOOD DRAIN IMPROVEMENTS

DETAILS

N.T.S.
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